Community:  Upton, MA

Tata & Howard, Inc.

Fire Flow Test

Client: Town of Upton

Date: 3-9-2011

Time:

Weather:

Inspector:  PLF/JVH

System Conditions:

Hydrant Location: Test No. 9 Test No. _10_
Flowing Hydrant: H-123 (Mechanic Street) H-113 (Williams Street)
Residual Hydrant: H-122 (Mechanic Street) H-114 (Williams Street)
Flowing Hydrant:
Flow Opening (Inches) 2.5 inches 2.5 inches
No. Butts Flowing 1 1
Static Pressure 105 psi 65 psi
Pitot Reading 60 psi 32 psi
Hydrant Coefficient 0.9 0.9
Flow (GPM) (Qf) 1300 950
Residual Hydrant:
Static Pressure (Hs) 122 psi 82 psi
Residual Pressure (Hf) 116 psi 64 psi
TestNo.9 Q=__ 1 300_( of —Hs= 20\ " 6000 GPM @ ___ 20 PSI
___ _Hs—___ Hff

TestNo. 10 Q=_950

éf ___Mis _—2O—Hf ): 1850 _GPM @ ___ 20 PSI

Calculated By: PLF

Checked By: JVH




Community:  Upton, MA

Tata & Howard, Inc.

Fire Flow Test

Client: Town of Upton

Date: 3-9-2011

Time:

Weather:

Inspector:  PLF/JVH

System Conditions:

Hydrant Location:
Flowing Hydrant:

Residual Hydrant:

Flowing Hydrant:
Flow Opening (Inches)

No. Butts Flowing

Static Pressure

Pitot Reading

Hydrant Coefficient

Flow (GPM) (Qf)

Residual Hydrant:
Static Pressure (Hs)

Residual Pressure (Hf)

Test No. _11_ Test No. _12_

H-254 (Maple Avenue) H-134 (Warren Street)
H-147 (Maple Avenue) H-133 (Warren Street)

2.5 inches 2.5 inches

1 1

130 psi 80 psi

85 psi 45 psi

0.9 0.9

1150 1127

122 psi 97 psi

114 psi 93 psi

TestNo.11 Q=__ 1150 < Qf __Hs- 20 ) = 6120 _GPM @ _ 20__ PSI

_Hs—-_ _}yf

TestNo. 12 Q=__ 1127 < Qf __Hs- 20 = 550  GPM @ _ 20__ PSI

_Hs—-_ _Iff

Calculated By: PLF

Checked By: JVH
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www.tataandhoward.com

MAIN OFFICE OTHER OFFICES
67 Forest Street Goodyear, AZ Nashua, NH
Marlborough, MA 01752 Lakeville, MA Portland, ME

T. 508-303-9400 Meriden, CT



